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GREEN/YELLOW (GREEN - N. AMERICA)
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BLUE (WHITE - N. AMERICA)

CABLE REF. 39/

FIELD CABLE

FITTING A REPLACEMENT SWITCH

INSTRUCTION FOR NORTH AMERICA

INSTRUCTION FOR EEC, AUS, NZ

Latch top
then push down
and back to secure

Ground terminals
do not disconnect.

(— Mins Lead

Latch top
then push down
and back to secure

Ground terminals

‘ do not disconnect.

Connect black conductor
and U/V lead.

Connect black conductor./

Motor Lead J\/

Connect brown conductor.
and U/V lead.

Connect white conductor
and U/V lead.

N Connect white conductor. Connect brown conductor./

Motor Lead JX/

Mins Lead

f+—— Connect blue conductor

and U/V lead.

N Connect blue conductor.
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